COMPLETED
- 3rd Floor Fireproofing
- Underground Storm Tie In
- Air Handler 8 Demo

ONGOING
- Duct Insulation
- 2nd Floor Fire Proofing
- Demo
- MEP Rough In

UPCOMING
- Roof Completion
- Slab on Grade Pour
Crane Lift for Air Handler Demo

Fireproofing 2nd Floor

Underground Tie In

Hanger Installation

Gear Replacement Attic